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Initial Commenis

This report is of a Biennial Construction Survey
done by Bob Getchell and Dennis Harrall on
February 8, 2015

This facility was first Fcensed as & Home far the
Aged serving 99 residents on 12-1-1862,
Therefore the facility was su far
confermance with the 1971 and the applicable
portians of the 2005 Rules for the Licensing of
Adult Care Homes, and, the 1987 Merth Carcling
f State Building Code, Group D,

| Deficiencies ware roted

which will require a new
pian of correction,

©101] Existing Licansad Fac- No less than 71 Rules

| SECTION .0300 - PHYSICAL PLANT

10ANCAC 13F 0301  APPLICATION OF

PHYSICAL PLANT REQUIREMENTS

The physical plant requiremante for pach adult

care home shall be applisd as follows:

{2} Except where otherwise specified, existing
tacilibes or porfions of existing licensed

 facilities shall meet licensure and codea

requirements in effect at the tima of construction,
change in service or bed count, sddilian,
renovation, or alteration; however in ne cage shall
the reguirements for any licensad facility whera
no addition or renovalion has been made, be lnss
than those requirements found in the 1974
“Minimum and Desired Standards and
Regulations™ for "Hoames for the Aged and Infim",

| coples of which are available at the Division of

Health Service
Raieigh, Morth

Regulation, 701 Barbour Drive,
Carolina, 27803 at no cost:

This Rule is nol met as evidenced by
| 1. Based on observation, the bullmgm nof
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© | Continued From page 1

maintained in a safe manner by nat maintaining
the fire-resistance rating of building sompanants.
This would effect a2l residents by mot containing
smake and fire in the room or smoke

| compartment of arigin.

Findings on 02/06/2015:

a. The center attic between the firewalls |15 GBS0
Square feet. Unsprinklered attics are required fo
be subdivided into 3000 square foot draft
compariments. Consult with the local Building
official for guidance, and 1o abtaln any pammils
neadad

k. The cross corridor door batween 400 and 500
Hal is not closing completaly

2. Based on chservalion, the buiiding fire
protection equipment was not maintained in g
| safe manner. This would sffect ai residents by
ot detecting smoke and activating the fire alarm,

Findings C2/0a/2015;
&. The heat delacior in the 100 Hall storags
closet has been removed,

C180) Outside Premises-Clean, Safe

SECTION 0300 - PHYSICAL PLANT

104 NCAC 13F 0305 BHYZICAL
ENVIROMNMENT

| {m} The requirements for outside premises are;
| (1) The outside grounds of new and exisling
faciliies shall be maintained in a clean and safa
condition;

This Rule is not mel az evidencad by:
1. Based on observation, egress from all areas

1M

C 180

o /5

| Maintenance Cirector will monitor monthly all
fira raled components of the faclity

The Facility will Consult fe Wilkes County
Building inspector for permits and conatnust
@ dralt siop wall in the center allic space,

ififfﬂﬁﬁ

The door latches Wil Be repaired or adjusted ;’{pﬁf
e esure the door closas completely

ainenance Director will monitor all Fire '5
pralection equipment manth to engura reshjart' /:'r‘t'/:"'f
A /':’” I,{_ﬁ

safety.

The facility maintenance direcior will replace
the hevat detactor.
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mechanical, and Plumbing equipment in an adust
care home shall e maintained in & safe and
apefating condition.

(k} This Rule shall apply to new and exiating
facilities with the exception of Paragraph (g}
which shafl not apply to existing facilities,

This Rule is not met as evidenced by:

1. Based on absservation, fhe building was not
madntaingd in & safe manner by not mainkaining
tha fire-resistance rafing of bullding components,
| This would effect all residents by net containing

| emeke and fire in the room of amake

| compartmieni of origin.

| Findings on 02/06/2015:

| a. The two atfic fire walls have been sealed with
| an unidentiied sealant. Segl with an approved
firestopping mualerial that is part of 2 fire slop
syatem that mests ASTM E-B14.

| b. Thraugheut the comridors there ars ungrofected
panetrations in the celiing above the wi-f

ETATEMENT 0OF DEFICIENCIES 1) PR ERACLEA,
NES  a e O S
HALOSTO4 B WiNG O206I201 5
KAME OF PROVIDER OR SUPBLIER STREET ADGRESS, CITY, STATE, 1P cope
. 176 REST HOME ROAD
| 50
WILKES COUNTY ADLLT CARE WILKESBORO, NC 2869
e n | SUMMARY STATEMENT OF DEFICIENCIES [ | FRCVIDERS PLAN O CORRECTION 5
PREFIE | (EACH DEFICIEMCY MUST BE PRECEDED BY F (EACH ATTION EHOULD
T.IE.G. REGULATORY 0% LSC INENTIFYING mmrg'lﬁ] T-E,m :nmnﬁmEme;ﬂmﬁe E:ETLETE
i BEFICIERGY)
I
£ 150 | Confinued From page 2 C 160
Wasmirnakrlshudhamhmmhyhnﬁ:ga j
ramp with missing handrail, This would effect all
residents by not sllowing sabe egress in an
! emergancy,
| Findings on 02/06/2015: , _ _ sl | 5o o
4. The biack lekt exit door has a ramp that is " facilty maintenance dirsctor wil insall a7/
misging the handrail on the righy, okl Frarndrel at thve: ramp.
188 Buiiding Equipment Maintainad Safe, Operating | 188
SECTION .panD - FHYSICAL PLANT
i 104 NCAC 13F 0311 OTHER
REQUIREMENTS
{(a) The building and all fire aafety, eleclrical, !

[
m |

Maintenance Diractor will monitor monthly all

fire resistance componants ko ensurs residen
aafaly,

ofs

|
| 4,
Faciity maintenance direcior /
will remove all non- fire rated sealant and FE P

z2al penatrations wih approved fire stopping [
Saalant. |
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{4y SUMMARY STATEMENT 0F ES | PROVICER'S PLAN OF CORREST
PREFIX (EACH DEFICENCY MUET BE P BY FULL PII‘LPFIN (EACH CORRECTIVE AGTION mﬂu nnﬁsre
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| DEFICIENCY)
<188 | Confinued From pags 3 ¢ 1&g mainienance direcior will seal all peredrations jfﬁ‘ﬁ,ﬁ
| modems, abava the wifil modems with spproved fire
| stopping caulk,
| . Room 308 has walt damage behind the doar Kaintenance diracion will patch and painl %,‘,/‘5-
darnegaed wall In refen 308 )
d. Battvshower room at room 305 has wall Mairtanance direcior wil pateh and paint e S5
| damage behind the door damaged wall in 300 hall shewer room |
| . There are holes in the ceifing of the 600 Hall Mainisnance diractor will repair holes inthe | £/ /5
| slorage closet, cedling with approved fire stopping caulk !
F. The ceiling of the elactrical reom is damaged. Maintanance Direclor will patch and paint and kﬁ{mﬁ
_ _ regair cading in the elaciric rmem |-
3. There are holes in the ceiling of e 200 Hall Maintenance Director will patch ail hola in the | ’f’w P
| nen closet cailing of the 200 hall linen eioset with approved
Seal with an epproved firestopping material that fire stapping cauk 'I
hmﬂufaﬁ-emayummmalnmmshsm I
E-814, nj
. . . [ i itor all dooes and 5
2. Based on observation, the buiding was not "“'“E'"“E mﬁ::::::lm o I e ,f':"’,f,{;
maintained in a safe manner because there ars fdeor closer mon: g
doors that are in cisrepalr. This would sffact al PP
residents by not resisting the passage of smake. |
Findings on 02/06/2015:: Mainterance director will dogr knab i pmpaﬂ].-| ‘3;"5:# s
a. 400 Hall shower door will not lateh latzh, |
b. 400 Hall shower door has holes in the door at | Maintenance Director will install wonden doweks -f-a'":;h s
e b plug the hodas in the shower room doar,
. . , . Neamntenance director wik replace the doar ;’m,-"—:f
I:;EEM kitehen daor to the dining roam will nat hinges to ensure the docr cioses properly.
. faimtenance director will repair e door knab 5’;:'?‘;
1 the ensure ream 101 door closes praparly
. Room 101 door |
d. Room 101 will nat tatch Maintenence Diracior Wil install a new sirike 5'!,- )I.
. - I 1 “
e. The small dining room door is missing the plate |
slrike plate,
f. The door fo the dining room was wedged apen. Maimenance Director will remove wedges J‘:/ﬂ H'_.-":J
fom ihe doar, _ d
PESICH of Health Senvice ﬁauulmrun
TATE FOAM LU el = T ¥ eshmnuation shsst £ o8
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h. Room 308 has a loose door handle,

open with @ chair,

3. Based on observalion, the buiding was not

| maintained in a sale manner becayse & lodlat 3

© Coming ioose from the floor, This would =ffect all
residents using the hall toilet by exposng tham to
leaks from a breken Wax seal,

Findings on 02/06/2015::
coming loose from the floor. Securs.

aquipment was nal maimained in 2 safs manner,
This would effact all residants by not providinig

ilumination of the exits during a power outage.

Findings on 03/06/2015:

a. The Emergency light in the comidor at rosm
0T I3 et woai ki,

5. Based on cbservation, the building plumbing
equipment was nol maintained in a sale mannar
oy allowing eross connects. T his would effest all
residents by polentialy siphoning wasle water
ints the polable waber Eyatam,

Findings on 02/06/2015:

Tra spray hose on the Beauty Shop sink has no
vacuum breaker. Install vacuum bresker an
beauty shop sink spray hose.

I. The tiving room door at reom 303 Was propped

[ Thebatwmﬂu.rermmnaimm 305 has 2 todletd

4. Based on observation, the bullding emargancy
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€ 189! Continued From page 4 c 189 |
9. The doors o the sdministrative officas were Maintanance Director will ramave the wedge | ,-’4": &=
wedged open, form ihe door. |

Manlanance Direclar will repiace or repair mﬁﬁ’“{;j
Maimenance direchor will ramose he chalr and

manitee resm 303 to ensure no mproger 5o/
devioes are use to hold the door open.

Iiaintemance Director will replace wax seal and {’;.p_a".r_-r
[ Ingure follet iz securely fastanad to the Noor, I

ﬁ:la':-ofi'_'."

E 5‘/;1-‘)’5

Maintenance Direstar will ensure toiled s
secured to the Naar,

Mainienance Ditgctor will menthly monitor all
emergency equipment 1o ansure resident salely,

|
Maintenance Direclor will repsis or replace e ff:fﬂ/';f
emargancy light to ansura it works proparly.
Maimenance Cirector will ensure all facilty
waler connaclions have anbi-siphaning valwes
i regusinesd.

Sinfis

B0 fis

Melntenance Director Wil install B vacuum
brecakar at the beauly shop sink.
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€ 199 Continued From page 5 C 100 |
C 155 Exhaust Ventilation 199 !

| SECTION 0200 - PHYSICAL PLANT
104 NCAC 13F 0011 OTHER
| REQUIREMENTS
(8) The spacas sted in {his Paragraph shall ba
| Brovided with exhaust ventialion o o rate of
two clbic feet per minute per Square foot, This
raquiremant does not apply 1o faciities licensed
 before April 1, 1584, wilh natura vientilation in
thess specified :
111 soied Fnen Elorage;
(2) sail utilily room:
(3} bathrooms and toilel foomes;
{#) housekeeping closels; and
(5) laundry area.
' {K} This Rule shall apply 1o new and existing
Tacilities with the exoaplion of Faragraph (g
which shall not apply to euisting facillties.

This Rule s nol met as evidenced by:
1. Based on abservation, the building exhaust

Mairtenance Cireatar will ensae exhaust fans 5 .
and inworking order and installed where || f:’ .-’":5

ventilation was not maintained in aceordance with nesded. |
| this Rule,
i
me on G2A06/2015:: Maintenance Direcior will nstall a axhaust fan| -f/;%i"
The hoousekeeping closet accross from room in the housekeaping cosst,
503 has no exhaust fan,
i
W= ot P f
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